The paper discusses a supply and demand scenario using renewable energy sources for the city El Gouna in Egypt as an example for a self-supplying community. All calculations are based on measured meteorological data and real power demand during the year 2013. The modeled energy system consists of a concentrating solar tower plant with thermal storage and low-temperature seawater desalination unit as well as an integrated photovoltaic plant and a wind turbine. The low-temperature desalination unit has been newly developed in order to enable the utilization of waste heat from power conversion processes by improved thermal efficiency. In the study, special attention is given to the surplus power handling generated by the photovoltaic and wind power plant. Surplus power is converted into heat and stored in the thermal storage system of the solar power plant in order to increase the capacity factor. A brief estimation of investment costs have been conducted as well in order to outline the economic performance of the modeled energy and water supply system.
Introduction
The negative effects of the climate change become more evident and the increasing population in some parts of the world is accompanied by an escalating energy and water demand. The global energy demand is expected to rise by two-thirds of today's demand to the year 2035 [1, 2] . Up to now, this demand has mainly been satisfied by fossil fuels with unpredictable cost development. The renewable energy generation can solve at least the dependencies of fossil energy carriers. However, it requires high financial and research effort to develop the respective technologies. The main future energy demand will concentrate on the emerging countries which is expected to increase up to 90% until 2035. In addition to China, India and Asia, the group of countries of the MENA region (Middle-East and North-Africa) is developing to a large energy consumer itself. This paper focuses on the integration of a concentrating solar power (CSP) plant with attached thermal seawater desalination [3, 4] into a real demand scenario of a city in Egypt and the assessment to what extent the energy and water demand can be covered by this technology. Due to the availability of meteorological [5] as well as power and water demand data [6, 7] , the city of El Gouna is chosen. In addition, El Gouna is heading towards becoming the first "carbon neutral" city of Africa [8] . Therefore, the overall goal should be a 100% supply with renewable energies. The financial conditions need to be carefully considered in order to evaluate the local electricity and water market for the development of respective demand scenarios. Table 1 . Power and water demand in the year 2013, El Gouna, Egypt [7, 12] . 
Month

Electricity Demand
The power demand has been covered by several Diesel generators with heavily subsidized fuel prices [7] . Since 2012, El Gouna has been connected by a high-voltage power line to the national grid of Egypt. The price for electricity is between 0.12 and 0.20 US $/kWh for the end consumers [7] . Figure 1 visualizes the electricity demand for each month during the year 2013 (for data completeness reasons, the data include March to December 2013 and January to February 2014. In the following analysis, the data is treated as from 2013). The total power consumption sums up to 100.7 GWh el with the lowest power demand of about 6.5 MWh el in the winter season (November to March) and the highest power demand of 10.5 MWh el during the summer season (May to August). The reason for these deviations can be mainly seen in the power demand of the air-conditioning systems of the hotels and private apartments. The assumption is proven by the strong correlation between the ambient temperature for the time period which is also visualized in Figure 1 .
In order to model the supply scenario with renewable energies, the daily power load is of high interest. The analysis of the available data is shown in Figure 2 for each hour of the day for selected months of the year 2013. The peak loads vary strongly depending on the hour of the day. The months with the lowest consumption (January) and the highest consumption (June) are specially visualized in Figure 2 . The lowest consumptions occurs during the morning hours (4:00 am to 6:00 am) while the peak demand occurs in the evening hours (5:00 pm to 7:00 pm), shown by the average power demand line. Taking the power demand curve of whole Egypt into account, it can be stated that the shape of the power demand curve is comparable to the city of El Gouna [13] . 
Water Demand
All available water sources in El Gouna need to be desalinated or transferred by pipelines from the Nile Delta in Lower Egypt. The second option is often disrupted and not very reliable in many districts. As a consequence of that, a huge desalination capacity is required.
In El Gouna, there is an installed desalination capacity of 9,500 m 3 /d for drinking water and 1500 m 3 /d for irrigation water. All desalination plants are working based on reverse osmosis (RO) using membranes. The intake is realized by several wells delivering brackish water from the nearby mountains with a salinity of around 7 g/L TDS. Some desalination plants also use beach wells with a seawater salinity of 31to 41 g/L TDS. Those plants are mostly small plants with a capacity of 500 to 1000 m 3 /d which are not permanently operated. They are only used if the supply from the brackish water wells is not sufficient. In total, there are eight desalination plants for saline water and seven plants for brackish water with a capacity of 5500 m 3 /d and 4000 m 3 /d, respectively. Table 2 shows the seawater composition. The salinity is above the average seawater with total dissolved solids of 43.7 g/L TDS. Figure 3 shows the monthly water demand during the year 2013 and is similar to the electricity demand in Figure 1 . The lowest demand accrues in February and the highest in August 2013, which is one month offset compared to the electricity demand. Furthermore, more than 30% of the irrigation water demand is used for the golf course. Figure 3 . Water demand and ambient temperature in El Gouna [5, 7, 11] .
Modeling of Supply and Demand
The CSP plant with integrated thermal desalination [3, 4] has been dimensioned in order to cover the demand in 2013 up to 70%. Fitted with a large thermal storage system, it can been understood as the main component of the electricity and water supply system. In order to respect the future growth of El Gouna, it is expected an increasing energy demand. This demand increase shall be covered by additional renewable energies supply systems in combination with the CSP plant. One consequence is that surplus energy could be generated during the day. This surplus energy shall be stored in the thermal storage system of the CSP plant in order to extend the operation time of the CSP and thus, increase the electricity generation, the capacity factor as well as the quantity of desalinated water.
Electricity Demand Forecast
In order to consider the average future growth of the demand, the yearly demand is scaled up according to the latest available report of the Egyptian Electricity Holding Company (EEHC) [13] using the following equation:
The average growth rate (r) is estimated as 5% per year (t) according to [13] . In order to estimate the future energy demand, (t) is set to 10 years. Figure 4 maps exemplary the demand in ten years for three days of June basing on actual power demand at this day. The plotted ambient temperature shows the strong correlation between the electricity demand and the actual temperature of the particular hour of the day. Concerning the actual power demand basing on [12] in Figure 2 during the year 2013, the CSP system has been dimensioned to supply the average electricity demand of 12 to 14 MW el . Estimating an average growth of the electricity demand of 5% per year, it requires the building up of an additional capacity of 4 MW el in order to cover the average demand in the next 10 years. This shall be covered by photovoltaic and wind power plant each dimensioned with 2 MW el .
CSP Plant with Thermal Desalination
The CSP plant is designed as solar tower plant with direct thermal storage system in order to allow for base load power supply. All performance calculations have been realized using the software Ebsilon Professional [14] . The power plant condenser is designed as interface to the desalination unit substituting the cooling system. The high efficiency of the proposed low-temperature desalination can be considered as result of the new developed spraying system which allows a direct contact condensation on sprayed droplets [15] . However, the development of this desalination system has not yet reached its full potential and proceeds continually while the newest scientific articles mentions the possibility of new applications that use this technology [16] [17] [18] . The numerical model of the thermal desalination unit [4, 19] has been created in cooperation with the project engineers of an existing pilot plant using the kernel scripting module of Ebsilon [3, 4, 20] . A time series analysis of the extensive meteorological data of the given location [5] have been executed in order to determine the optimal design parameters for the plant and to calculate annual electricity and water production. All design parameters are summarized in Table 3 . In a further step, the operational parameters obtained from Ebsilon have been transferred to the System Advisor Model (SAM) of NREL [21] . This software and the corresponding data library have been developed to evaluate and compare various power generation technologies. Furthermore, a special model for point focusing concentrated solar power technology utilizing thermal energy storage has been implemented. This model incorporates the knowledge of several realized projects and thus the results of a number of feasibility studies executed by different engineering consultants [21] . It is the most advanced publicly available tool for the economic evaluation of renewable power generation.
The model plant with its solar tower and heliostat field design has been optimized using the SAM data library and merged to the simulation results from Ebsilon to ensure best performance at the lowest predicted expenditures. In order to obtain more realistic results, a location data file with meteorological information [5] has been implemented in SAM [21] .
Photovoltaic Model Plant
Solar energy conversion by photovoltaic panels (PV) can be considered as a commercially matured technology due to several reasons. During the last decades, the technology has been drastically improved by advanced research in material science, mainly basing on silicon and semiconductor processing industries. Improved manufacturing quality and mass production have let to cost reductions through economies of scale.
Nevertheless, the electricity generation of PV panels solely depend on the solar radiation. Thus, those systems deliver only fluctuating energy and need a compensation in times without solar radiation for a secure power supply. The combination with battery storage systems have gained more importance during the last years and can be also scaled to larger power plant. However, due to the relative low prices and strong commercialization, PV can significantly reduce the consumption of fossil energy carriers. The advantages lay in the combination with other renewable energy supply systems where PV is suitable to support the demand coverage of the modeled supply scenario.
In order to calculate the net power generation of a PV system, the solar resource and the incident angle on the PV panel are the main impact factors [22] . Due to the modeling of a heliostat field for the CSP plant, it is intended to integrate the PV panels on additional two-axis tracked heliostats directly in the solar field of the CSP plant.
The measured global horizontal irradiation (G) and the sun elevation angle γ allow the calculation of the direct normal irradiation (DNI). Because a PV system also converts diffuse irradiation measured by the weather station, the calculated DNI values cannot be used directly. They need to be converted into the global tilted irradiation value GTI depending on the solar angles at the particular time of the day [23] . In order to simplify the calculation, the diffuse radiation on a horizontal plane D is normalized depending on the solar elevation angle (γ) to the measured diffuse normal irradiation DN and added to the DNI. The calculation results in the global tilted irradiation denoted as GTI on the PV panel under the assumption that the PV panels are arranged on a two-axis tracked heliostat:
In order to respect the maximal tilt angle of the heliostats during sun rise and sun set, all sun elevation angles (γ) below 10 • are set to zero. The resulting GTI values are significantly higher compared to the DNI values ranging up to 1100 W/m 2 . The comparison of the calculated GTI with Meteonorm data show a sufficient correlation [9, 10] .
PV Performance Model
The calculation procedure of the net power output of the complete PV plant is adapted from [22] . In the first step, the calculation of the maximum power point voltage (U mpp ) at given irradiation GTI is expressed in the following Equation (3) . All values with the index 0 describe the reference conditions given by the manufacturer in the data sheet of the PV panel:
where the same applies for the maximum power point current (I mpp ) at irradiation level depending on the GTI:
The PV panel heats up during operation which has a diminishing effect to the power output. Usually, the effect is expressed by the heat-up coefficient (τ PV ) which is given in K per solar irradiation using the unit K W/m 2 . The temperature of the PV panel (T PV ) consequently calculates to:
In order to calculate the maximum power point output (P mpp ) of the complete array, the number of PV panels switched in series (n s ) and in parallel (n p ) need to be multiplied by the temperature correction term. The manufacturer gives a coefficient for the thermal properties of the PV panel (α mpp ) and usually given in %/K:
The power output of the complete PV system is additionally influenced by three main losses which are given by efficiencies factors (η). The panel soiling (η soil ) respects the power reduction due to opacity. Possible AC-DC inverter losses are respected by (η inv ) and the total field efficiency is respected by (η f ld ). In summary of the Equations (3-6), the total power output of the PV system calculates like the following:
Specification of the PV Module
Due to the abundant presence of possible manufacturers, a standard module from the renown company BOSCH GmbH [24] has been chosen. It is a crystalline silica based solar module which has a high processing quality and long-term stable power output. One module consists of 60 mono-crystalline solar cells mounted to a black anodized aluminum frame. Each PV module has a dimension of 1660 × 4990 mm for one PV module. The operating temperature is given by the manufacturer in the limit from −40 to +85 • C. The soiling factor (η soil ) assumes a clean condition and an inverter efficiency has been chosen with 96% efficiency. Table 4 summarizes all parameters at reference conditions of GTI 0 = 1000 W/m 2 and T amb,0 = 25 • C. 
Dimensioning of the PV Model Plant
Knowing the characteristics of one single PV module and its power output allows for the calculation of the total power output of the PV model plant. In order to integrate the system in the CSP heliostat field, the capacity is limited to 2 MW el at nominal conditions. The capacity requires the deployment of 8800 PV modules using the properties of Table 4 . One CSP heliostat fitted with mirrors has a reflective surface of 100 m 2 . Theoretically, the replacement of the mirrors with PV modules would allow for 60 PV modules on one heliostat. To respect the possible additional weight of the PV modules, it is calculated with 55 PV modules per heliostat (n s ). All modules on the heliostat are electrically switched in series. The number of heliostats fitted with 55 PV panels (n p ) and are switched in parallel. The total array sums up to a nominal power generation of 2.16 MW el at peak. The calculation results of the complete PV model plant are summarized in Table 5 . 
Wind Model Plant
The wind power technology can be considered as fully commercialized. However, the Red Sea coast of Egypt is one of the windiest regions of Egypt. However, wind power supply is also considered as a fluctuating energy resource which strongly depends on the available wind speed at the given location. Here, just one exemplary wind turbine with an installed capacity of 2 MW el is modeled in order to support the supply scenario.
The mechanical power (P w ) from a wind turbine depends on four main factors, which are the prevailing wind speed (v w ), the rotor area (A ro ), the power coefficient (c b ) and the density of the air (ρ air ):
While the density of the air (ρ air ) and the wind speed (v w ) depend on the ambient conditions, the other factors are influenced by the dimension and the design of the wind turbine. Especially at low wind speeds, the power coefficient (c b ) strongly influences the power output and can theoretically not exceed more than 59.3%. This factor is also called Betz-coefficient and can be derived from the fluid mechanics and the conservation of momentum. The strongest influence on the power output has the prevailing wind speed (v w ) in the rotor plane due to the multiplication in the cube (Equation (8)). All data used for the calculation have been measured by the meteorological station [5] .
Wind Performance Model
The wind performance model is adapted from [25] . In order to calculate the net power output from a given wind turbine, the measured wind speed needs to be corrected according to the rotor height. The hourly wind data [5] is measured at a given height h 1 = 10 m. The measured wind speed is denoted as v(h 1 ) in m/s. Furthermore, the available wind speed at rotor height v(h 2 ) depends on the surrounding area which is expressed by a ground roughness factor (z 0 ). Obstacles like bushes, trees and buildings are causing turbulences which reduce the power output of the wind turbine. Equation (9) is used to calculate the wind speed at the rotor height v(h 2 ):
The height of possible obstacles d near the measurement can be used for the calculation given in Equation (9) . Because of the selected location in desert land, there are no obstacles neither near the meteorological station nor at the foreseen location of the wind turbine. Therefore, d is set to zero.
In a next step, the density of the air (ρ air ) needs to be corrected. It has a linear effect to the power output of the wind turbine. The density is mainly affected by the atmospheric pressure, the elevation and the ambient temperature. In this model, the effect is respected by a factor (η den ) which is calculated as follows:
The values with the index 0 in Equation (10) represent the reference conditions. The reference conditions are assumed with the temperature t 0 = 20 • C, the pressure p 0 = 1013 mbar and the density ρ 0 = 1.255 kg/m 3 .
Specification of the Wind Turbine
In order to calculate the additional power generation of a wind turbine, one turbine from one of the available wind turbine manufacturers can be specified. In this study, a turbine from Enercon GmbH is selected [26] . All parameters and site specific characteristics are summarized in Table 6 . For the calculation of the power output depending on the actual wind speed in rotor height (h 2 ), the characteristic power curve needs to be interpolated. The start-up (or cut-in) wind speed (v in ) can be considered as the minimal wind speed for power generation. The nominal power output according to the design capacity is reached at the nominal wind speed (v nom ). The range of the wind speed between (v in ) and (v nom ) requires constant blade adjustment (pitch). In order to avoid mechanical damage, the wind turbine is shut down at the maximum wind speed (v out ) and parked in a safe position. Figure 5 shows the development of the power curve with the mentioned design-depending wind speeds. The manufacturer provides a detailed power curve for each wind speed according to the selected turbine E-82 [26] . The modeling of the power output depending on the prevailing wind speed in the rotor height (v 2 ) requires the adaption of a fit function. However, a polynomial function of the fourth order denoted as f (v 2 ) can be used to fit the course of the power function between (v in ) and (v nom ) given by the manufacturer [26] . The fit function is visualized in Figure 5 by a dotted black line. Equation 11 has been developed to ensure a correlation coefficient R 2 = 0, 999 to the manufacturer data: The complete wind power curve in Figure 5 is modeled according to the Equation (12) . The units are given in kW el for (P E82 ) and in m/s for (v 2 ), respectively:
Summarizing, the wind power output (P w ) is lowered by the correction factor for the air density (η den ) according to ambient pressure and temperature (Equation (10)) as well as the efficiency of the power connection to the grid (η con ). Equation (13) shows the relation:
Storage of Surplus Power by Heat
It can be expected that the power generation of a CSP plant in connection with PV and wind power exceeds the electricity demand at certain time steps depending on environmental conditions. The total installed capacity sums up to 18 MW el while 14 MW el are maximal covered by the CSP plant and 4 MW el by PV and wind power. Like discussed before, only the CSP with the thermal storage can supply power on demand depending on the actual storage level. The PV and wind power plant are completely depending on the environmental resources. Figure 6 visualizes the problem for three days in February, by hourly time steps. Especially during the day, the modeled system generates surplus power which exceeds the given electricity demand. Generally, there are several options for the handling of surplus power which are explained as follows:
• Avoiding surplus power: In the best case, the generation of surplus power could be avoided through optimal design. The design of the CSP with the thermal desalination unit allows a flexible condensation pressures which shift the power generation to more water production [3, 4] . Due to the fact, that water can be easily stored, the surplus electricity generation could be reduced to a certain extent. In this study, the condensation pressure and thus, the energy and water cogeneration ratio is kept fixed for the whole year. Another option would be the supply of the RO desalination plants with the surplus power, but the operation of RO plants with variable loads are also technical challenging.
• Grid feed: Because of the existing high-voltage line to the national grid of Egypt, the generated surplus electricity could be transferred to the national network. Having an increasing amount of fluctuating renewable energy sources connected to the national grid, creates a problem for existing power plants powered by fossil fuels, with have significant time delays to react on changed load conditions. In addition to that, the operation in part-load causes reduced efficiencies in energy conversion. The problem intensifies with an increasing amount of fluctuating renewable energy sources in the national grid.
• Storage of surplus power: Another possible solution could be the conversion of the surplus power into usable heat in the thermal storage system of the CSP plant. This would extend the run-time of the CSP plant during night-operation. In most cases, the conversion of electricity into heat in power systems does not make sense, but with an increasing amount of fluctuating renewable energy sources like PV and wind power in electricity grids, the thermal storage of surplus power needs to be discussed again. However, the existence of a large thermal storage in combination with a steam cycle power block gives the option to load the storage using surplus energy generated by fluctuating resources. Technically, it can be expressed by heating up the molten salt using an electric heater powered by surplus power to load the thermal storage during hours when the supplied power exceeds the demand. Variable loads of the electrical heater during short operation times is technically possible and always allows a high conversion efficiency. The modeled fluctuating resources in this case study are rather small dimensioned and designed to generally minimize surplus power, but the theoretical approach is outlined shortly.
Theoretical Model of Power to Heat Conversion
The relation between the available heat (Q) depends on the temperature difference ∆T = T 2 − T 1 , the specific heat capacity of the fluid (c p ) and the mass flow (ṁ) of the fluid:
The considered fluid is defined as the molten salt of the thermal storage system. The conversion of the surplus power to the heat (Q sp ) is assumed to be ideal. So the available heat is equal to the generated surplus power. The temperature difference ∆T is the temperature difference of the two molten salt storage tanks, thus defining the temperatures for the hot tank (T sto,h ) and for the cold tank (T sto,c ) which have a fixed ∆T = 280 K. The specific heat capacity (c p,ms ) of the molten salt can be found in available literature and is assumed with c p,ms = 1.538 kJ/kg K [27, 28] . Rearranging Equation (14) to the mass flow of the molten salt, results in the following Equation (15) to calculate the additional mass flow (ṁ a,ms ) in the hot tank depending on the surplus power (Q sp ):
The calculation neglects possible heat and pressure losses as well as required pumping power to supply the molten salt from the cold tank to the hot tank. While the heat losses strongly depend on the technical issues, the pumping power can be estimated around 20 kW el based on the simulation results of the CSP plant.
Results of Renewable Energy Integration
Economic Assumptions
One common approach is the use of the levelized cost of electricity (LCOE) to compare different renewable energy technologies [29, 30] . The LCOE is defined as the total lifetime expenditures of the plant divided by the total power generation during this time frame. The total lifetime expenditures are composed of the capital costs C t , the operation and maintenance costs O&M t and the fuel costs F t for each year. The total power generation is noted with P t and discounted using the interest rate i r for the complete plant lifetime t c . Equation (16) summarizes the calculation of the LCOE:
As the proposed plant also produces water, the levelized costs of water need to be introduced. The calculation can be compared to the LCOE calculation. In the literature it is also referred as levelized water cost LWC [31] . The calculation consists of the total lifetime cost of the desalination plant divided by the total gross water production in Equation (17) . The parameters are identical compared to the given definitions except from the total water production W t .
The most interesting factor in the calculation of LWC is the fuel cost F t . Its definition is crucial for the results and is also depending on the examined technology. Basically, it accounts for the energy demand assigned to the water production and can be considered as major cost factor for desalination.
The LCOE and the LWC are widely used to compare different renewable energy and water treatment technologies with each other. Mostly, the investment decisions depend on low levelized costs neglecting other relevant dimensions such as security of supply or social aspects. The definition may be sufficient for the assessment of fossil fuel powered plants where the fuel costs account for more than 70% of the total lifetime costs. Since the selected system consists of a CSP plant with an integrated high capacity thermal energy storage system, the LCOE and LWC is a valid option to evaluate the economic feasibility of the model plant. It also ensures the comparability of the results to other technical solutions. All financial boundary conditions for the economic calculation are summarized in Table 7 . The cost structure of operational expenditures (OPEX) for the solar tower system is defined as the variable costs of power generation, maintenance cost and personnel expenses. They are usually calculated as a percentage of the CAPEX. The main operational costs of the solar power plant can be expected from the heliostat field maintenance. This includes mainly mirror cleaning and replacement as well as maintenance of the 2-axis tracking system. The influence of dusty ambient conditions (sand storms) and occasionally high wind loads has not been investigated yet. The empirical values from the literature range between 2% for large scale plants and 2.5% for small scale plants [32] [33] [34] . As the examined model plant can be considered as a small scale plant, the operational expenditures of 2.5% of the total investment are considered annually in all calculations for the model plant. For low temperature distillation, the operational expenditures are comparatively low for a desalination system. They can be considered annually about 1.5% of the CAPEX [16] . Since the low temperature desalination works by the mechanisms of thermal treatment at low temperatures and pressures, the designed heat exchange parameters need to be maintained.
Power and Water Supply by CSP Plant
The evaluated CSP plant with its 13.2 MW el design capacity can supply in average around 60% of the scaled electricity demand in the next ten years. The lowest monthly coverage of 53% occurs in July and August during high-season time. During January to March, the monthly coverage is increased and ranges between 72% up to 85%. Figure 7 presents the power and water production for one year of the CSP plant with attached thermal desalination unit. The total power generation ranges between 6700 up to 9500 MWh el per month. The achievable capacity factors of the CSP plant is between 78% in December and up to 93% in June. It is important to mention that the operation time of the CSP always covers the peak demands in the evening hours (5:00 pm to 7:00 pm), which has been analyzed in Section 2.1 and Figure 2 . The shut-down time of the CSP plant is during low-loads (4:00 am to 6:00 am), depending on the respective level of the thermal storage. Figure 7 . CSP and desalination, monthly power and water production.
For the time period from November to February, the plant operates in part-load with 83% in order to extend the operation time during the hours without solar irradiation. October 2013 has been a more sunny month compared to September of the same year, which results in a higher power generation as well as capacity factor. Furthermore, the lowest month for power generation is November, which is due to short day length and thus reduced irradiation. The occurrence of cloudy days is also raised limiting the available direct normal irradiation.
Throughout the year, the water production covers only around 20% of the fresh water demand [6] . Due to the fixed operating point and optimized cogeneration ratio, the water production always shares a constant portion of the electricity generation. The monthly coverage ranges between 16% in November and 31% in February. The water production and the total share can be easily increased by changing the condensation pressure of the CSP plant. In the examined case, the condensation pressure is kept constant at 0.14 bar.
Costs of CSP Model Plant
The cost allocation in cogeneration plants has a strong influence on the evaluation of technical solutions and the discussed plant designs. The literature gives several approaches for the respective cost allocation and are abundantly applicable for electricity and water generation. In the present study, the reference cycle costing method has been chosen. The method bases on the comparison with a reference plant to allocate the fuel costs. The plant performance operated in cogeneration is compared with a single purpose plant for one product. This is called the reference cycle. For example, the cost of heat used to operate the desalination plant is calculated as the loss of electricity output in comparison to pure electricity generation. This approach is also known as the lost kilowatt method and has been proposed in international publications [31, [35] [36] [37] [38] . All data used for the economic calculation have been summarized in Tables 3 and 7 . The specific CAPEX can be given with 10,640 $/kW el which seems to be quite high. The reason can be found in the large thermal storage system in combination with the solar field. Nevertheless, a comparison with literature data for the plant size shows a sufficient accordance [39] .
The calculation of LCOE and LWC allows two possible methods. As the desalination system replaces the conventional power plants cooling system, the investments can be calculated as one complete investment. It results in a lowered total CAPEX and thus in a lowered LWC. Table 8 summarizes both calculations for a "single investment" considering two separate investments for power and desalination plant, while "combined investment" describes the approach considering an integrated investment cost for the power plant and the desalination system. 
Power Supply by PV and Wind Power Plant
The deployment of additional 2 MW el capacity by a PV and 2 MW el by a wind power plant extends the supply and thus the demand coverage. Due to the relative small size of the systems, they can be completely integrated on the land area of the CSP plant. In addition, the comparison of two different technologies in total power generation in the selected location is easily possible. It can be expected that the generated surplus energy is also increased. Figure 8 shows the total power generation which depends on the actual solar irradiation on a tilted surface (GTI in Section 3.3) and the prevailing wind speed measured by the meteorological station [5] . Furthermore, the results in Figure 8 also show that the installed wind power plant provides a significantly higher capacity factor compared to the PV model plant. While the PV plant achieves a total capacity factor of 31.5%, the wind power plant reaches up to 46.4%. It can be concluded that the selected location is more suitable for wind power generation. The months with the lowest power generation for both plants are November and January, reaching a combined power generation from 810 up to 870 MWh el . However, the most yielding months are July to October, achieving a monthly power generation from 1310 up to 1640 MWh el . The economic analysis needs a more differentiated evaluation due to the different characters of PV and wind power generation. Both calculations are performed using the System Advisory Model (SAM) [21] described in Section 3.2. In order to derive a brief estimation of financial parameters, the PV and wind design data (see Sections 3.3 and 3.4) are transferred to SAM.
Costs of PV Model Plant
Generally, the costs of the PV modules are expected to decrease in future [40, 41] . Due to strong effects of economies of scale, efficiency gains in manufacturing, development of new PV technologies and the global competition, the prices for PV modules are declining and have dropped to 1050 $/kW in the year 2012. The installed system costs for commercial c-Si PV systems sums up to 4590 $/kW including additional heliostats (2-axes trackers), power inverters, installation overheads and site preparation [40] . Assuming an installed PV capacity of 2.16 MW el , the total costs for this PV plant could be estimated as 9.91 mil $.
The calculation using SAM provides a more detailed analysis and are presented in Table 9 . It shows the levelized cost of electricity (LCOE) and gives an overview about the expected costs for a period of 20 years without feed-in tariffs or other governmental incentives. The results represent the total costs of the PV system also containing expenses for O&M which have been estimated to 30 $/kW el [42] . The total investment including labor and site preparation sum up to 8.392 mil $. Overall, the resulting LCOE PV ranges between 17-21 ct/kWh while the nominal LCOE PV,n also respects a discount rate for inflation. 
Costs of Wind Model Plant
Generally, the energy generation using wind power plants can be considered as technically matured and highly commercialized [43] . The effects to the economic parameters depend mainly on the location and the prevailing wind speed. The literature provides data for installed wind power capacity around 1000-2000 $/kW for onshore applications [42, 44, 45] . Due to the installation of one single turbine without the effects of economies of scale, the costs are estimated as 2000 $/kW for this study. However, the total investment costs is estimated as 4,1 mil $. Table 10 gives an overview about the SAM results for the selected wind power plant. All parameters including the meteorological data have been included to ensure an optimal comparability of the results. The investment costs of the wind turbine have been estimated based on data from [43, 46] . It can be clearly seen, that the high wind speeds drastically lower the costs through the increase of the capacity factor. Despite the choice of high O&M costs of 40 $/kW el [42, 44] , the results show a very low LCOE W . In conclusion, the total investment for the wind power plant including tower foundations, labor and site preparation sum up to 5336 mil $. Under the assumption of 20 year life time, the values for LCOE W ranges about 0.98-1.21 ct/kWh. Due to the integration of the wind power plant in an existing power supply infrastructure, the balance of plant costs can be estimated lower compared to values reported in [42] [43] [44] [45] [46] . 
Total Demand Coverage
The percentages of demand coverage are presented in Figure 9 based on the scaled demand calculated according to Section 3.1. While the total demand coverage of the single CSP system ranges from 53% up to 85%, the integrated system with additional PV and wind power can increase the coverage up to 98%. The yearly coverage sums up to 61% using only the CSP plant while the integrated system increases the coverage up to 10 percentage points for the electricity demand. The effect of the integrated system to the water demand coverage is limited, because there is no additional desalination unit connected to the PV and wind power plant. The only extension can be seen during the winter months by the extension of the CSP operation time using the generated surplus power. As the effect does not exceed 1%, it can be concluded that the additional storage of heat has a negligible influence on the total water demand coverage over the complete year.
Concerning the electricity demand, the Figures 10 and 11 compare three typical days during the summer and winter seasons. They present the renewable energy mix by the integrated system. Furthermore, the analysis of the winter days in Figure 10 visualize the evolution of surplus power, which is discussed in the following section. However, Figures 10 and 11 allow a conclusion in terms of residual power demand which needs to be supplied from the national grid. The winter days in Figure 10 show an interrupted operation of the CSP plant during hours with low loads creating gaps of two or three hours down-time. During those hours, the wind power plant decreases the residual power demand depending on the actual wind condition. The strong ascending power demand during the morning hours is supported by the solar energy plants (both PV as well as the CSP). February, 15th, shows a lowered irradiation in the afternoon hours which lowers the PV plant power generation as well as the operation time of the CSP in the following night.
During the summer days (Figure 11 ), the CSP plant can continuously operate providing firm capacity to the demand. The power generated by the fluctuation resources fit to a certain extend to the needed electricity, but do not cover the peak loads around 7:00 pm. Furthermore, the electricity demand of the molten salt pumps cause a slight decline of the CSP power output of around 600 kW el during the day. The parasitic energy consumption of the heliostat field and molten salt pumps fit exactly to the generated power of the PV plant. Therefore, the whole integrated system is not influenced by this power decline during day operation. The combination of CSP and PV seems to be beneficial in order to minimize the parasitic losses of the power plant.
Generation of Surplus Power
The occurrence of surplus power results when the supply exceeds the actual power demand. Especially when using fluctuating energy sources like PV and wind power it is favored to use the surplus generation, which can be either stored or fed to the grid (compare also to Figure 10 ).
In the discussed configuration, only the CSP plant allows to deliver power on demand depending on the actual level of the thermal storage system. If the irradiation during the day cannot charge the storage sufficiently, the power generation is reduced because of the empty hot storage tank. The maximized operation of the CSP plant only creates a total cumulative surplus of 711 MWh el during the year.
Adding the PV and wind power plant with a design capacity of 4 MWh el doubles the generated surplus power to 1434 MWh el during the year, generating a total surplus of 2145 MWh el . Figure  12 presents the surplus power by monthly values on the right axis with respect to the scaled power demand. The highest surplus is generated during the months January to April. The peak surplus sums up to 5605 kW el in February. During the summer term with generally high electricity demand, the generated surplus drops almost to zero. All generated power by the renewable energy system meets the scaled demand and can be used directly. Figure 12 . Monthly scaled electricity demand and surplus power generation.
Storage of Surplus Power
The whole generated surplus is converted into usable heat for the thermal storage system. As the consequence of that, the process allows the direct utilization of generated power to increase the operation time of the CSP plant. Under the stated assumptions (Section 4), a peak power of 5000 kW el generates additional 41.8 t/h molten salt in the hot storage tank. Comparing the amount to 300 t/h mass flow used for steam generation, in the examined case the extension of the additional run-time of the CSP plant is only marginal. Figure 13 visualizes the increased operation time of the CSP by generated surplus power from the PV and wind power plant. It can be stated that only during the winter is a noticeable extension of the CSP operation time. The CSP power generation is increased by up to 4.5% in February, the other months show a negligible extension of the operation time in the range of 1%-2%. The calculation of the complete year results in a generated power extension of 0.8%. Figure 13 . Extended CSP operation time using surplus power from PV and wind. Table 11 presents the total power generation per month, the generated surplus power and the resulting additional CSP operation time. The highest amounts of surplus power evolves during the winter (Figure 12 ). The resulting extension of the CSP operation ranges up to 27 h in February and zero during the summer. In total, the yearly extension reaches almost up to 62 h for the complete year.
The reason for the limited effect in this scenario has several causes. First of all, the dimension of the PV and wind power plant is rather small compared to the CSP plant. The design capacity of 4 MW el for both technologies hold only a minor share compared to the 14 MW el CSP design capacity. Increasing the amount of PV and wind power installed, would generate higher amounts of surplus energy which can be stored using the thermal storage system of the CSP plant. However, the whole integrated system has been dimensioned in order to generally minimize the generation of surplus power. The goal of this study has been the dimension of a system to cover the demand of the city, not to feed-in power to the national grid. The available land area in coastal regions with seawater access is limited and preferably used for touristic purposes. 
Estimation of Investment Cost
In order to estimate the capital investment for the integrated energy supply system, the results from Section 5.3 are used. All values have been calculated using SAM [21] . The total investment costs (total CAPEX) for the complete integrated system sum up to 154.2 mil $ at a total power generation of 115.3 GWh el . More than 80% of the total CAPEX can be accounted to the CSP plant with the thermal storage system. The reasons are the high costs of the heliostat field, the receiver and the tower itself, which need to be dimensioned according to the storage system. The desalination unit shares only around 2% due to the replacement of the power plant cooling system.
Basing on the monthly power generation of each technology and the weighed averaged mean share of the electricity supply, the derivation of a common LCOE tot value of the integrated system becomes possible. Table 12 summarizes the calculation for the discussed system configuration. Due to the technology characteristics and the complexity of the integrated system, a more detailed investigation and optimized plant sizing could be subject to further research. The lower investment cost and economic performance of wind model plant decrease the LCOE CSP by 2.3 ct/kWh and the LCOE PV by 10 ct/kWh. The effect is caused by the wind power plant which generates a financial benefit due to the excellent wind conditions at the selected site (measurement base on [5] ). The total levelized costs of electricity LCOE tot calculate to 17 ct/kWh without any governmental incentives or subsidies. Furthermore, it needs to be noted that the deployment of wind power plants appears to be financially more profitable compared to solar energy systems.
Integration and Occupied Land Area
Due to the arrangement of the heliostats around the tower (Figure 14) , the occupied land principally has a round shape. Based on the assumptions (Section 3.3), the integrated power supply system is integrated in the given layout of the field. The assembly of PV modules on given heliostats replacing the mirrors lead to cost advantages through economies of scale. In addition, the PV modules generate more electricity by orientating them continually in an optimal angle to the solar irradiation. Figure 14 . Heliostat field layout with integrated PV and wind power plant, modified from [14, 47, 48] .
The wind turbine can be placed optionally on the edges of the field. The analysis of the meteorological data has shown that the most frequent wind direction is North-West. As a result, one possible option to integrate the PV and wind model plant given in Figure 14 . The total occupied land area calculates to 1266 × 1126 m, which sums up to an total area of 1.426 km 2 .
The required land is marked in Figure 15 . The locations is chosen close to the road Hurghada-Cairo in order to allow a possible expansion of the city on undeveloped land. The presence of an own substation connected to the national grid as well as a waste-water treatment plant simplifies the media connection for electricity and water.
The position of each heliostat is subject to further optimizations in order to respect the land surface and the field efficiency. It is required to respect possible elevations and ground conditions as well as the distance to the seawater source. As a consequence, Figure 15 presents just one possible solution according to the performed simulation of the solar power plant. 
Conclusions
The paper presented an energy and water supply system which has been integrated into a real scenario using an energy mix of CSP, PV and wind power plants based on a given demand scenario. The technological approach to combine these processes takes the different power generation characteristics into account. Furthermore, the process integration has also some general advantages like lowering the dependencies on fossil fuels, a consequent reduction of climate gas emissions, and the protection of finite water reserves. However, the economic assessment pointed out that the approach is significantly more costly compared to conventional power solutions with respect to the current subsidization of fossil energy carriers.
The main reason for the high costs can be accounted to the CSP system with the integrated thermal desalination unit, which account for more than 80% to the total installation costs. The impact of the new developed low-temperature desalination is only marginal because the installation costs range around 2% of the total system costs. The main costs drivers are the heliostat field, the tower and the receiver. Those components need to be designed with respect to the large thermal storage system and create additional costs.
The short-term storage of surplus energy by thermal processes need a special investigation on the level of technical solutions and respective plant components. In the specific case, the solution does not seem advantageous due to the minor occurrence of surplus power which should be fed into the electricity grid. The economic benefits may increase with the amount of variable renewable power supply systems, demanding for simple storage solutions with insensitive part-load behavior and short ramp-up times. Other approaches like smart-grids and energy price changes may result in different conclusions who can make the proposed system financially more advantageous than previously described.
Due to the special construction and operation of the CSP plant, there are also other options for the integration of the co-generation products technically feasible which have not been discussed. The avoidance of surplus power generation could be performed basing on flexible condensation pressures in order to increase to the water production when the electricity demand is low. This requires a detailed optimization of the CSP power generation with respect to the fluctuating resources like the modeled PV and wind power plant. The water production can be maximized when the power demand is minimized in order to cover the demand more precisely. The influence of changed boundary conditions and financial assumptions can have a significant effect on the results and will be subject of further research.
